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KEY NOTES:

SHEET NOTES:

1 ISOLATED POWER PANEL WITH 10KVA
SINGLE PHASE TRANSFORMER AND
LINE ISOLATION MONITOR TO SERVE
CIRCUITS IN THE HYBRID O.R. ROOM .

2 PROVIDE NEW SHUNT TRIP BREAKER
FOR CONNECTION TO MEDICAL
EQUIPMENT. COORDINATE LOCATION
WITH MEDICAL EQUIPMENT SHOP
DRAWINGS .


